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CIRCUIT DIAGRAM OUTDOOR UNIT 18/24K
OUTDOOR UNIT INDOOR UNIT

N (Neutral) TB1 or amup@
< N ' 1 !
L (Live) 1 ( |>\LRd Wh__ -
Ground @ B or 3 3
Rd @D A 4
5 5

Br| g g1
idd o | [ —
B1 1123

112
18| On

SYMBOL] __ NAME
C 52C Contactor
s R /] 20S Selenoid coll
COMPRESSOR  Rd Rd F Fuse (2A,250V)
HERMMAN TB 1,2 | Terminal Block
FM 1 Fan Motor
S Spark killer
Wh CAPACITOR Ye - CapacTior




